The energy challenge facing California is real. Every Californian needs to take immediate action to reduce energy consumption. For a list of simple ways you can reduce demand and cut your energy costs, see our website at www.dtsc.ca.gov.
I. INTRODUCTION

This fact sheet provides information and guidance on the requirements for Hazardous Waste Generators pursuant to the California Health and Safety Code
and Title 22, California Code of Regulations (Cal. Code Regs.) . A "generator" is any person, by site, whose act or process produces hazardous waste or whose act first causes a hazardous waste to become subject to regulation. (Title 22, Cal. Code Regs., section 66260.10 
.) This fact sheet does not replace or supersede relevant statutes and regulations. The information contained in this fact sheet is based upon the statutes and regulations in effect as of the date of the fact sheet. Interested parties are advised to keep apprised of subsequent changes to relevant statutes and regulations. Unless otherwise specified, the citation for each requirement is from
II. REQUIREMENTS
The following requirements apply to generators of hazardous waste except for generators that generate no more than 100 kg exclusively of silver-only hazardous waste. (Please see Section III of this fact sheet for the requirements that apply to generators that generate no more than 100 kg exclusively of silver-only hazardous waste.) 2 generates waste at multiple addresses, each address needs a separate identification number.
All hazardous waste transporters and permitted treatment, storage and disposal facilities (TSDFs) must have an identification number. Hazardous waste generators must have an identification number (section 66262.12) unless you generate only silver waste less than or equal to 100 kg per month. (Health & Saf. Code, sections 25160.2 (b)(10) and 25160.2 (e)).
Handlers of federally-regulated RCRA waste who need an identification number should contact the U.S. EPA at 415-495-8895 (Section 66265.192.) Most tanks and tank systems must have secondary containment. Secondary containment can include a liner, vault or double-walled tank. Appurtenances also must be contained. Secondary containment needs to be certified by a professional engineer registered in California. (6) If hazardous waste is placed on drip pads, the generator must comply with Title 22, Cal. Code Regs., division 4.5, chapter 15, article 17.5 (Drip Pads) and maintain the following records at the facility:
(a) a description of procedures that will be followed to ensure that all wastes are removed from the drip pad and associated collection system at least once every 90 days; and (b) documentation of each waste removal, including the quantity of waste removed, the sump or collection system and the date and time of removal. If hazardous waste is accumulated in containment buildings, the generator must comply with Title 22, Cal. Code Regs., division 4.5, chapter 15, article 29 (Containment Buildings), and obtain a professional engineer certification that the building complies with the design standards specified in Section 66265.1101. The engineer certification is required prior to operating the unit and must be placed in the facility's operating record. (Section 66262.34 (a)(1)(C)).
(7) The owner or operator of a containment building must maintain the following records at the facility:
(a) a written description of procedures to ensure that each waste volume remains in the unit for no more than 90 days, a written description of the waste generation and facility management practices showing that they are consistent with the 90 day limit, and documentation that the procedures are complied with (Section 66262.34 (a)(1)(C)(1)); or (b) documentation that the unit is emptied at least once every 90 days. (Section 66262.34 (a)(1)(C)(2)). 
D. LABELING/MARKING
(1) The date upon which each period of accumulation begins must be clearly marked and visible for inspection on each accumulation unit. (Section 66262.34.) (2) While being accumulated on site, each generator tank or container must be labeled or clearly marked with the words, "Hazardous Waste." (Section 66262.34.) (3) Each container and portable tank in which hazardous waste is accumulated must be labeled with the following information:
(a) composition and physical state of the waste; (b) statement or statements that call attention to the particular hazardous properties of the waste (e.g. flammable, reactive); and (c) name and address of the generator. (Section 66262.34.) (4) Containers and tanks used by the generator to collect or consolidate wastes initially accumulated in other containers or tanks are subject to the same labeling requirements. The initial accumulation and "90-day period" dates on the "collection" container/ tank must be the oldest of the initial accumulation and "90-day period" dates from the various containers/tanks emptied into the "collection" container/tank. This may require dates to be changed if wastes from "older" containers/tanks are added to the "collection" container/tank.
(5) In some cases, containers are continuously reused for accumulation of the same waste stream; e.g., drums used to initially accumulate waste which when full are emptied into larger "collection" containers. "Recurring use" labels may be used on such containers to revise the initial accumulation and "90-day period" dates (without having to change the other labeling information). If the container is emptied at least once each day, the word "daily" may be used in the date area of the label.
E. EMERGENCY PROCEDURES/ CONTINGENCY PLANS
(1) ALL GENERATORS All generators must comply with these requirements regarding preparedness and prevention:
(a) All operations must minimize the possibility of a fire, explosion or any unplanned release of hazardous waste or hazardous waste constituents to air, soil, or surface water that could threaten human health or the environment. (40 C.F.R. section 265.31, Section 66265.31) (b) A generator's site must be equipped with the following, unless it can be demonstrated to DTSC 4 that none of the hazards posed by waste could require a particular kind of equipment specified below:
(1) Internal communication or alarm system to provide immediate instruction to personnel;
(2) A telephone, two-way radio, or similar device, capable of summoning emergency assistance from local police departments, fire departments, or state or local emergency response teams; (e) If only one employee is on the premises while the facility is operating, he/she must have immediate access to a device, such as a telephone (immediately available at the scene of operation) or a hand-held twoway radio, capable of summoning external emergency assistance, unless DTSC has determined that such a device is not required under section 66265.32. (40 C.F.R. section 265.34, section 66265.34) (f ) The generator must maintain aisle space to allow the unobstructed movement of personnel, fire protection equipment, spill control equipment and decontamination equipment to any area of operation in an emergency, unless it can be demonstrated to DTSC that aisle space is not needed for any of these purposes. (40 C.F.R. section 265.35, section 66265.35) (g) The generator must attempt to make the following arrangements, as appropriate, for the types of waste handled at the site and the potential need for the services of these organizations:
(1) Arrangements to familiarize police and fire departments, emergency response teams and the local Office of Emergency Services with the layout of the facility, properties of the hazardous waste, associated hazards, places where personnel would normally be working, entrances to roads inside the facility and possible evacuation routes;
(2) Where more than one police and fire department might respond to an emergency, agreements designating primary emergency authority to a specific police and a specific fire department, and agreements with any others to provide support to the primary emergency authority:
(3) Agreements with State emergency response teams, emergency response contractors and equipment suppliers; (4) Arrangements to familiarize local hospitals with the properties of hazardous waste handled and the types of injuries or illnesses that could result from fires, explosions or releases at the facility; and (5) Where State or local authorities decline to enter into such arrangements, the generator must document the refusal in the operating record. (40 C.F.R. section 265.37, section 66265.37) (2) LESS THAN 1000 KG/MONTH Generators that generate less than 1000 kg/month of hazardous waste must comply with the following requirements (40 C.F.R. section 262.34(d)(5)):
(a) At all times there must be at least one employee either on the premises or on call (i.e., available to respond to an emergency by reaching the facility within a short period of time) with the responsibility for coordinating all emergency response measures. This employee is the emergency coordinator. (40 C.F.R. section 262.34(d)(5)(i)).
(b) Post the following information next to the telephone:
(1) The name and telephone number of the emergency coordinator;
(2) The location of fire extinguishers and spill control material, and, if present, fire alarm; and (3) The telephone number of the fire department, unless the facility has a direct alarm.
(40 C.F.R. section 262.34(d)(5)(ii)).
(c) The emergency coordinator or his/her designee must respond to any emergencies that arise. In the event of a:
(1) Fire, call the fire department or attempt to extinguish it using a fire extinguisher;
(2) Spill, contain the flow of hazardous waste to the extent possible, and as soon as is practicable, clean up the hazardous waste and any contaminated materials or soil; (3) Fire, explosion, or other release that could threaten human health outside the facility or when the generator has knowledge that a spill has reached surface water, the generator must immediately notify the National Response Center (using their 24-hour toll free number 800/424-8802). (40 C.F.R. Section 262.34 (d)(5)(iv)).
(3) 1000 KG/MONTH OR MORE Each generator that generates 1000 kg/month or more of hazardous waste per month must comply with the requirements of Title 22, Cal. Code Regs., division 4.5, chapter 15, article 4. These requirements include:
(a) The generator must prepare and retain a written contingency plan and emergency procedures for dealing with emergencies. The contingency plan shall be designed to minimize hazards to human health or the environment from fires, explosions, or any unplanned sudden or non-sudden release of hazardous waste or hazardous waste constituents to air, soil, or surface water. (Section 66265.51.) (b) The provisions of the plan must be carried out immediately whenever there is a fire, explosion, or release of hazardous waste or hazardous waste constituents that could threaten human health or the environment. (Section 66265.51.) The contents of a contingency plan can be found in section 66265.52.
(c) At all times there must be at least one employee, either on the premises or on call (i.e., available to respond to an emergency by reaching the site within a short period of time), with the responsibility for coordinating all emergency response measures. In addition, this person must have the authority to commit resources needed to carry out the contingency plan. (Section 66265.55.)
F. TRAINING
(1) Generators that generate less than 1000 kg/month of hazardous waste must ensure that all employees are thoroughly familiar with proper waste handling and emergency procedures, relevant to their responsibilities during normal facility operations and emergencies. (40 C.F.R. section 262.34(d)(5)(iii)).
(2) Generators that generate 1000 kg or more per month of hazardous waste must comply with the requirements of section 66265.16. These requirements include:
(a) Personnel must successfully complete a program of classroom instruction or on-the-job training that teaches them to perform their duties in a way that ensures the generator's compliance with the regulatory requirements.
(b) This program must be directed by a person trained in hazardous waste management procedures, and must include instruction that teaches personnel hazardous waste management procedures (including contingency plan implementation) relevant to the positions in which they are employed.
(c) At a minimum, the training program must be designed to ensure that personnel are able to respond effectively to emergencies by familiarizing them with emergency procedures, emergency equipment and emergency systems, including other applicable requirements.
(d) Personnel must successfully complete the program within six months after employment or assignment to the facility. Personnel must not work in unsupervised positions until they have completed the training requirements referenced above. They must also take part in an annual review of the initial training.
(e) The following documents and records must be maintained at the facility:
(1) The job title for each position related to hazardous waste management, and the name of the employee filling each job.
(2) A written job description for each position related to hazardous waste management, including the requisite skill, education or other qualifications and duties of employees assigned to each position.
(3) A written description of the type and 6 amount of both introductory and continuing training that will be given to each person filling each of these positions.
(4) Records that document that the training or job experience required has been given to, and completed by, facility personnel.
(5) Training records on current personnel must be kept until closure of the site. Training records on former employees must be kept for at least three years from the date the employee last worked at the site. Personnel training records may accompany personnel transferred within the same company. (Section 66265.16.) 
G. SHIPMENT
When shipping hazardous waste totaling more than 50 pounds/5 gallons off the premises a generator must:
(1) Use only transporters, and transfer, treatment, storage and disposal facilities that are registered or permitted by DTSC and have obtained an ID number (Section 66262.12); (7) Keep the generator copy of each manifest for three years or until the signed copy is returned by the designated facility (See (13) below). This signed copy must be retained for at least three years from the date the waste was accepted by the initial transporter (Section 66262.40); (8) Ensure that if shipping hazardous waste to an out of state non-permitted TSD, that the TSD signs and returns the final copy of the manifest to the generator, who is then responsible for sending the signed copy to DTSC (Section 66262.23); 
H. BIENNIAL REPORT
Submitting a biennial report is required for a generator who ships any hazardous waste to a transfer, treatment, storage or disposal facility within the United States. The report is due by March 1 of each even-numbered year and covers the previous year of hazardous waste activity. (Section 66262.41. ) Copies must be retained for three years. (Section 66262.40.) For more information regarding biennial reports, call the Biennial Report Hotline at (916) 322-2880.
III. SILVER-ONLY GENERATOR
Generators that generate no more than 100 kg exclusively of silver-only hazardous waste must comply only with the federal Conditionally Exempt Small Quantity Generator (CESQG) requirements in 40 C.F.R. section 261.5, instead of the Cal. Code Regs., Title 22 requirements. They need only to:
(1) Determine if their waste is hazardous (40 C.F.R., 261.5(g)(1));
(2) Accumulate no more than 100 kg of hazardous waste at any one time (40 C.F.R., 261.5(g)(2)); and (3) Ensure that the disposal or recycling of the hazardous waste is done at an authorized facility (40 C.F.R. 261.5(g)(3)).
These silver-only generators do not need to obtain an identification number and they do not have to use a hazardous waste manifest or registered hazardous waste transporter when shipping their hazardous waste. For more information on the regulation of silver wastes, please read the DTSC fact sheet titled "Onsite Tiered Permitting: Changes in Regulations of Silver Wastes [as established by Senate Bill (SB) 2111] (Revised January 2000)."
